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E) Document Destruction Room:

1) To date, there has been no mention of the special
power and air handling requirements of this room.
To insure that the requirements are met, the
following specifications are given:

a) Power: 110/220, single phase, 60 Hz, and 208 V,
30 A, three phase, 60 Hz.

b) Exhaust: Independent air exhaust system to
remove a high dust particle content.

F) Special Power Requirements:

Throughout this document and previous documents, many
of the AC power requirements specify a 50 Hz source.

To date, no mention has been made as to verification of
this generator and its specifications. The following
is provided:

Voltage: 90 - 220 volts continuously variable.
Current: Maximum drain 50 A.

Line Frequency: 50 Hz*1%
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